PLAN NOTES:

1. SEE LOCATION PLAN ON SHEET A1 FOR LOCATION OF
WORK ON FLOOR NOTED.

FLECTRICAL SYMBOLS LEGEND PLAN NOTES:
(1)PROVIDE CONNECTION TO SAFE CELL CONTROL
PANEL. PROVIDE NEW 15/2 FUSIBLE SWITCH,
SYMBOLS | DESCRIPTION FUSED AT 15A AND A 15/2 BREAKER IN PANEL
EBOOW1.
r——=2=7
| _s>"1 | DASHED LINES INDICATE EXISTING FIXTURES, DEVICES, OR EQUIPMENT (2)PROVIDE CONNECTION TO RELOCATED ETO ALARM
Lk PANEL, EXTEND CIRCUITING AS REQUIRED.
RECESSED FLUORESCENT (3) CONNECT PRESSURE SWITCHES TO ASSOCIATED
PSL PSL CONTROL PANEL, SEE 3/E1.
2 2 =) CEILING EXIT SIGN, SHADED SIDE INDICATES LIGHTED FACE
—3/4°C —3#14+GRD d—3/4°C —3#14+GRD (4)CONNECT SOLENOID VALVES TO ASSOCIATED
[ NON—FUSED DISCONNECT CONTROL PANEL, SEE 3/E1.
sv—2| % sv—2| %
PROVIDE 30 AMP NON—FUSED DISCONNECT. SEE
FUSED DISCONNECT <§>z>/|-:1 FOR WIRING AND CONNECTION DETAILS.
A aY
X X ® NOTE IDENTIFICATION (6)DISCONNECT AND REMOVE EXISTING LIGHT
SV—1 -3#14+GRD SV—1  -3#14+GRD FIXTURE. FIXTURE TO BE REINSTALLED IN PLACE
UPON COMPLETION OF CEILING INSTALLATION.
5#14+GRD 5#14+GRD (7)DISCONNECT AND REMOVE EXISTING EXIT LIGHT
FIXTURE. FIXTURE TO BE REINSTALLED IN PLACE
EXHAUST C EXHAUST C UPON COMPLETION OF CEILING INSTALLATION.
F’?N F’EN (8)EXISTING ETO ALARM PANEL LOCATION, RELOCATE
AS NOTED IN PLAN NOTE 2.
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